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Climate Zone:     12 

   5,500 – 5,999 Heating Degree Days 

   Middlesex County 
 

 

 

Maximum Glazing U-factor:  0.40 

 

Minimum Ceiling* R-Value:  R-38 

 

Minimum Wall R-Value:   R-18 
 

 

*602.1.2. Ceilings.  The required “Ceiling R-Value” in Table 602.1 assumes standard truss or rafter construc-

tion, and shall apply to all roof/ceiling portions of the building thermal envelope, including cathedral ceilings.  

Where the construction technique allows the required R-value of ceiling insulation to be obtained over the 

exterior wall top plate, R-30 shall be permitted to be used where R-38 is required in the table, and R-38 shall 

be permitted to be used where R-49 is required. 

 

 

 

 

            

         

 

One of the following four requirements must be met:   

 

Floor- Minimum R-Value:    R-21 

 

Basement Wall - Minimum R-Value:  R-10 

 

Slab perimeter -Minimum R-Value and depth: R-9, 4 ft. 

 

Crawl space wall - Minimum R-Value:  R-19 
 


